Coatesville VAMC
Renovate Building 69
Coatesville, PA 19320

SECTI ON 099100

PAI NTI NG

PART 1 - GENERAL

1.

1.

1.

1

2

3

A.
B.

C.

DESCRI PTI ON
Section specifies field painting.

Section specifies prime coats which may be applied
sections.

Painting includes shellacs, stains, varnishes, coat
striping or markers and identity markings.

RELATED WORK

Shop prime painting of steel and ferrous metals: Di
Division08-OPENINGS, Division10- SPECIALTIES,

Division 12 - FUNISHINGS, Division 13 — SPECIAL CON

— CONVEYING EQUIPMENT, Division 21 — FIRE SUPPRESSI
PLUMBING, Division23—HEATING,VENTILATIONANDAI
26-ELECTRICAL, Division 27 - COMMUNICATIONS, and
SAFETY AND SECURITY sections.

Contractor option: Prefinished flush doors with tra
Section 081400, WOOD DOORS.

Type of Finish, Color, and Gloss Level of Finish Co
drawings.

SUBM TTALS

Submitin accordance with Section 013323, SHOP DRAW
SAMPLES.

Manufacturer's Literature and Data:

1. Before work is started, or sample panels are prepar
manufacturer's literature, the current Master Paint
"ApprovedProductList"indicatingbrandlabel, pro
codeasofthedateofContractaward,willbeused
with the submittal requirements of this specificati
may choose to use subsequent MP1"Approved Product
one list may be used for the entire Contract and ea
to be from a single manufacturer. All coats on a pa
must be from a single manufacturer. No variation fr
Product List" where applicable is acceptable.

Sample Panels:

1. After painters' materials have been approved and be
submit sample panels showing each type of finish an

2. Panels to show color: Composition board, 100 by 250
10 inch by 1/8 inch).

3. Paneltoshowtransparentfinishes:Woodofsamesp
as wood approved for use, 100 by 250 by 3 mm (4 inc
1/4 inch) thick minimum, and where both flat and ed
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1.

exposed, 250 mm (10 inches) long by sufficient size
2 inch) minimum or actual wood member to show compl

4. Attach labels to panel stating the following:

a. FederalSpecificationNumberormanufacturersname
of paints used.

b. Specification code number specified in Section 0906
FINISHES.

c. Product type and color.
d. Name of project.

5. Strips showing not less than 50 mm (2 inch) wide st
and 100 mm (4 inch) wide strip of finish coat.

Sample of identity markers if used.

Manufacturers' Certificates indicating compliance w
requirements:

1. Manufacturer's paintsubstituted for Federal Specif
or exceeds performance of paint specified.

High temperature aluminum paint.
Epoxy coating.

Intumescent clear coating or fire retardant paint.

o~ 0D

Plastic floor coating.

DELI VERY AND STORAGE

Deliver materialsto site in manufacturer's sealed
following:

1. Name of manufacturer.
2. Product type.

3. Batch number.

4. Instructions for use.

5. Safety precautions.

In addition to manufacturer's label, provide a labe
following:

1. Federal Specification Number, where applicable, and
2. Surface upon which material is to be applied.
3. If paint or other coating, state coat types; prime,

Maintainspaceforstorage,andhandlingofpaintin
in a neat and orderly condition to prevent spontane
occurring or igniting adjacent items.

Store materials at site at least 24 hours before us
between 18 and 30 degrees C (65 and 85 degrees F).
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1.

1.

5

6

A.

MOCK- UP PANEL

Before starting application of water paint mixtures
specified to an area, not to exceed 9 m2 (100 ft2),
Engineer.

Finish andtexture approved by Resident Engineerwi
of quality for remainder of work.
APPLI CABLE PUBLI CATI ONS

Publications listed below form a part of this speci
referenced. Publications are referenced in the text
only.

American Conference of Governmental Industrial Hygi

1. ACGIH TLV-BKLT-2008 Threshold Limit Values (TLV) fo
Substances and Physical Agents and Biological Expos

2. ACGIH TLV-DOC-2008
Biological Exposure Indices, (Seventh Edition)

American National Standards Institute (ANSI):

1. A13.1-07 Scheme for the Identification of Piping Sy
American Society for Testing and Materials (ASTM):

1. D260-86 Boiled Linseed Oil

Commercial Item Description (CID):

1. A-A-1555 Water Paint, Powder (Cementitious, White a
(cancelled)

2. A-A-3120 Paint, For Swimming Pools (RF) (cancelled)
Federal Specifications (Fed Spec):

1. TT-P-1411A Paint, Copolymer-Resin, Cementitious (Fo
Concrete and Masonry Walls) (CEP)

Master Painters Institute (MPI):

1. 1-07 Aluminum Paint (AP)

2. 4-07 Interior/ Exterior Latex Block Filler

3. 5-07 Exterior Alkyd Wood Primer

4, 7-07 Exterior Oil Wood Primer

5. 8-07 Exterior Alkyd, Flat MPI Gloss Level 1 (EO)

6. 9-07 Exterior Alkyd, Enamel MPI Gloss Level 6 (EO)
7. 10-07 Exterior Latex, Flat (AE)

8. 11-07 Exterior Latex, Semi-Gloss (AE)

9. 18-07 Organic Zinc Rich Primer

10. 22-07 Aluminum Paint, High Heat (up to 590% - 1100F
11. 26-07 Cementitious Galvanized Metal Primer

12. 27-07 Exterior / Interior Alkyd Floor Enamel, Gloss
13. 31-07 Polyurethane, Moisture Cured, Clear Gloss (PV
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14.
15.
16.
17.
18.
19.
20.
21.
22.
23.
24,
25.
26.
27.
28.
29.

30.
31.
32.
33.
34.
35.
36.
37.
38.
39.
40.
41.
42,
43.
44,
45,
46.
47.
48.
49.

36-07 Knot Sealer

43-07 Interior Satin Latex, MPI Gloss Level 4

44-07 Interior Low Sheen Latex, MPI Gloss Level 2
45-07 Interior Primer Sealer

46-07 Interior Enamel Undercoat

47-07 Interior Alkyd, Semi-Gloss, MPI Gloss Level 5
48-07 Interior Alkyd, Gloss, MPI Gloss Level 6 (AK)
49-07 Interior Alkyd, Flat, MPI Gloss Level 1 (AK)
50-07 Interior Latex Primer Sealer

51-07 Interior Alkyd, Eggshell, MPI Gloss Level 3
52-07 Interior Latex, MPI Gloss Level 3 (LE)

53-07 Interior Latex, Flat, MPI Gloss Level 1 (LE)
54-07 Interior Latex, Semi-Gloss, MPI Gloss Level 5
59-07 Interior/Exterior Alkyd Porch & Floor Enamel,
60-07 Interior/Exterior Latex Porch & Floor Paint,
66-07 Interior Alkyd Fire Retardant, Clear Top-Coat

(FC)

67-07 Interior Latex Fire Retardant, Top-Coat (ULC

68-07 Interior/ Exterior Latex Porch & Floor Paint,

71-07 Polyurethane, Moisture Cured, Clear, Flat (PV

74-07 Interior Alkyd Varnish, Semi-Gloss

77-07 Epoxy Cold Cured, Gloss (EC)

79-07 Marine Alkyd Metal Primer

90-07 Interior Wood Stain, Semi-Transparent (WS)

91-07 Wood Filler Paste

94-07 Exterior Alkyd, Semi-Gloss (EO)

95-07 Fast Drying Metal Primer

98-07 High Build Epoxy Coating

101-07 Epoxy Anti-Corrosive Metal Primer

108-07 High Build Epoxy Coating, Low Gloss (EC)
114-07 Interior Latex, Gloss (LE) and (LG)

119-07 Exterior Latex, High Gloss (acrylic) (AE)
135-07 Non-Cementitious Galvanized Primer

138-07 Interior High Performance Latex, MPI Gloss L
139-07 Interior High Performance Latex, MPI Gloss L
140-07 Interior High Performance Latex, MPI Gloss L
141-07 Interior High Performance Latex (SG) MPI Glo

H. Steel Structures Painting Council (SSPC):
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PART

2.

21

2

.3

T ommoow

_(_a._

1. SSPC SP 1-04 (R2004) Solvent Cleaning
2. SSPC SP 2-04 (R2004) Hand Tool Cleaning
3. SSPC SP 3-04 (R2004) Power Tool Cleaning

2 - PRODUCTS

MATERI ALS

Identity markers options:

1. Pressure sensitive vinyl markers.

2. Snap-on coil plastic markers.

Interior/Exterior Latex Block Filler: MPI 4.

Interior Enamel Undercoat: MPI 47.

Interior Latex Primer Sealer: MPI 50.

Interior Alkyd, Eggshell: MPI 51

Interior Latex, Flat, MPI Gloss Level 1 (LE): MP1 5
Interior Latex, Semi-Gloss, MPI Gloss Level 5 (LE):
Interior Alkyd Fire Retardant, Clear Top-Coat (ULC
Epoxy Cold Cured, Gloss (EC): MPI 77.

Fast Drying Metal Primer: MPI 95.

High Build Epoxy Coating: MPI 98.

PAI NT PROPERTI ES

Use ready-mixed (including colors), except two comp
polyurethanes, polyesters, paints having metallic p
separately and paints requiring specified additives

Where no requirements are given in the referenced s
primers, use primers with pigment and vehicle, comp
and finish coats specified.

REGULATORY REQUI REMENTS/ QUALI TY ASSURANCE

Paintmaterialsshallconformtotherestrictionso
and Toxic Control jurisdiction.

1. Volatile Organic Compounds (VOC): VOC content of pa
notexceed10g/Iforinteriorlatexpaints/primers
latex paints and primers.

2. Lead-Base Paint:

a. Comply with Section 410 ofthe Lead-Based Paint Poi
Act, as amended, and with implementing regulations
Secretary of Housing and Urban Development.

b. Regulations concerning prohibition against use of |
infederalandfederally assisted construction, or
residential structures are set forth in Subpart F,

Federal Regulations, Department of Housing and Urba

c. For lead-paint removal, see Section 028333.13, LEAD
REMOVAL AND DISPOSAL.
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Asbestos: Materials shall not contain asbestos.

Chromate,Cadmium,Mercury,andSilica:Materialss
chromate, strontium-chromate, Cadmium, mercury or m
free crystalline silica.

Human Carcinogens: Materials shallnotcontainany
ACGHI-DOC confirmed or suspected human carcinogens.

Use high performance acrylic paints in place of alk
possible.

VOC content for solvent-based paints shall not exce
not be formulated with more than one percent aromat
weight.

PART 3 - EXECUTI ON

3.

1

A.

JOB CONDI TI ONS

Safety: Observe required safety regulationsand man
instructions for storage, handling and application

1.

Takenecessaryprecautionstoprotectpersonneland
due to falls, injuries, toxic fumes, fire, explosio

Deposit soiled cleaning rags and waste materials in
approved for that purpose. Dispose of such items of
each days work.

Atmospheric and Surface Conditions:

1.

Do not apply coating when air or substrate conditio
a. Lessthan 3 degrees C (5 degrees F) above dew point

b. Below 10 degrees C (50 degrees F) or over 35 degree
F), unless specifically pre-approved by the Contrac
the product manufacturer. Under no circumstances sh
conditions exceed manufacturer recommendations.

Maintain interior temperatures until paint dries ha
Do no exterior painting when it is windy and dusty.

Do not paint in direct sunlight or on surfaces that
warm.

Apply only on clean, dry and frost free surfaces ex

a. Applywaterthinnedacrylicand cementitious paints
surfaces where allowed by manufacturer's printed in

b. Dampenedwithafinemistofwateronhotdrydays
surfaces to which water thinned acrylic and cementi
applied to prevent excessive suction and to cool su

Varnishing:
a. Apply in clean areas and in still air.
b. Before varnishing vacuum and dust area.

c. Immediately before varnishing wipe down surfaces wi
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3.

2

SURFACE PREPARATI ON

A. Method of surface preparation is optional, provided
painting produce solid even color and texture speci

B. General:

1. Remove prefinished items not to be painted such as
escutcheon plates, hardware, trim, and similaritem
after paint is dried.

2. Remove items for reinstallation and complete painti
adjacentareaswhenitemoradjacentsurfaceisnot
is different.

3. See other sections of specifications for specified
and prime coat.

4. Clean surfaces for painting with materials and meth
substrate and specified finish. Remove any residue
cleaning agents used. Do not use solvents, acid, or
and masonry.

C. Wood:

1. Sand to a smooth even surface and then dust off.
Sand surfaces showing raised grain smooth between e
Wipe surface with a tack rag prior to applying fini

P w0

Surface painted with an opaque finish:

a. Coat knots, sap and pitch streaks with MPI 36 (Knot
applying paint.
b. Apply two coats of MPI 36 (Knot Sealer) over large

5. Afterapplication of prime orfirst coat of stain,
screwholes,depressionsandsimilardefectswithw
the surface to make smooth and finish flush with ad

6. Before applying finish coat, reapply wood filler pa
sand surface to remove surface blemishes. Finish fl
surfaces.

7. Fill open grained wood such as oak, walnut, ash and
91 (Wood Filler Paste), colored to match wood color

a. Thin filler in accordance with manufacturer's instr
application.

b. Remove excess filler, wipe as clean as possible, dr
specified.
D. Ferrous Metals:
1. Remove oil, grease, soil, drawing and cutting compo

detrimental foreign matter in accordance with SSPC-
Cleaning).

2. Removeloosemillscale,rust,andpaint,byhando
as defined in SSPC-SP 2 (Hand Tool Cleaning) and SS
Cleaning). Exception: where high temperature alumin
prepare surface in accordance with paint manufactur

3. Fill dents, holes and similar voids and depressions
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3.3

surfaces of hollow steel doors and frames, access p
doorsandsimilaritemsspecifiedtohave semi-glos
TT-F-322D (Filler, Two- Component Type, For Dents,
Blow-Holes). Finish flush with adjacent surfaces.

a. Thisincludesflatheadcountersunkscrewsusedfor
b. Donotfillscrewsofitemintendedforremovalsuc

Spotprimeabradedanddamagedareasinshopprime
metal with same type of paint used for prime coat.
prime to produce smooth finish coat.

Spot prime abraded and damaged areas which expose b
finished items with paint as recommended by manufac

Zinc-Coated (Galvanized) Metal Surfaces Specified

1.

Clean surfaces to remove grease, oil and other dete
adhesion in accordance with SSPC-SP 1 (Solvent Clea

Spot coat abraded and damaged areas of zinc-coating
metal on hot-dip zinc-coated items with MPI 18 (Org
Coating).PrimeorspotprimewithMP1134(Waterbo
orMPI1135(Non-CementitiousGalvanizedPrimer)de
compatibility.

Masonry, Concrete, Cement Board, Cement Plaster and

1.

Clean and remove dust, dirt, oil, grease effloresce
agents, laitance, and other deterrents to paint adh

Useemulsiontypecleaningagentstoremoveoil,gr
products. Use of solvents, acid, or steam is not pe

Remove loose mortar in masonry work.

Replace mortar and fill open joints, holes, cracks
newmortarspecifiedinSection040513,MASONRYMOR
MASONRY GROUTING. Do not fill weep holes. Finish to
surfaces.

Neutralize Concrete floors to be painted by washing
1.4Kg (3 pounds) of zinc sulfate crystalsto 3.8 L
allow to dry three days and brush thoroughly free o

Repairbrokenandspalled concrete edgeswithconcr
to match adjacent surfaces as specified in CONCRETE
projectionstolevel ofadjacentsurface by grindin

Gypsum Plaster and Gypsum Board:

1.
2.
3.

Removeefflorescence,looseandchalkingplasteror
Remove dust, dirt, and other deterrents to paint ad

Fill holes, cracks, and other depressions with CID-
(Spackling Compound) finished flush with adjacent s
to match texture of adjacent surface. Patch holes o
in diameter as specified in Section for plaster or

PAI NT PREPARATI ON

Thoroughly mix painting materials to ensure uniform
dispersion of pigment and uniform composition.

099100 - 8

January 22, 2014
Issued for Bid
Project No. 542-CSI-203

anels, roll-up steel
sorglossfinishwith
Small Holes and

permanentanchors.
hasglazingbeads.

coatwhichexposebare
Feather edge of spot

are metal of factory
turer of item.

Painted:

rrents to paint
ning).

which expose base
anic Zinc Rich

rneGalvanizedPrimer)
pendingonfinishcoat

Stucco:

nce, form release
esion.

ease,paintandsimilar
rmitted.

and depressions with
TARINGSection040516,
match adjacent

with a solution of
(1 gallon) of water,
f crystals.

etepatchingcompound
Sections. Remove
gorsimilarmethods.

finishingmaterials.
hesion.

A-A-1272A Gypsum
urface, with texture

ver 25 mm (1-inch)

gypsum board.

ity of color, complete



Coatesville VAMC
Renovate Building 69
Coatesville, PA 19320

3.

B.

.5

Do not thin unless necessary for application and wh
for body and prime coats. Use materials and quantit
specified in manufacturer's printed instructions.

Remove paint skins, then strain paint through comme
remove lumps and other particles.

Mix two component and two part paint and those requ
a manner as to uniformly blend as specified in manu
instructions unless specified otherwise.

For tinting required to produce exact shades specif
recommended by the paint manufacturer.

APPL| CATI ON

Start of surface preparation or painting will be co
of the surface as satisfactory for the application

Unless otherwise specified, apply paint in three co
finish.Whentwocoatsappliedtoprimecoatareth
over primer is body coat and second coat is finish

Apply each coat evenly and cover substrate complete

Allownotlessthan48hoursbhetweenapplicationof
asallowedbymanufacturer'sprintedinstructions,
Engineer.

Finishsurfacestoshowsolidevencolor,freefrom
laps, holidays, or other defects.

Apply by brush, roller or spray, except as otherwis

Do not spray paint in existing occupied spaces unle
Engineer, except in spaces sealed from existing occ

1. Apply painting materials specifically required by m
applied by spraying.

2. In areas, where paint is applied by spray, mask or
polyethylene, or similar air tight material with ed
continuously sealed including items specified in WO
motors, controls, telephone, and electrical equipme
sterilizes and other recessed equipment and similar

Do not paint in closed position operable items such
panels, window sashes, overhead doors, and similar
roll-up doors and shutters.

PRI ME PAI NTI NG

After surface preparation prime surfaces before app
finish coats, except as otherwise specified.

Spotprimeandapplybodycoattodamagedandabrad
applying succeeding coats.

Additionalfieldappliedprimecoatsovershoporf
arenotrequiredexceptforexteriorexposedsteel
coat.

Prime rebates for stop and face glazing of wood, an
steel.
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E. Wood and Wood Particleboard:

1.

Use same kind of primer specified for exposed face

a. Exteriorwood: MP17 (Exterior Oil Wood Primer) for
and MPI15(Exterior Alkyd Wood Primer) forrepaintin
except where MPI 90 (Interior Wood Stain, Semi-Tran
scheduled.

b. Interiorwood exceptfortransparentfinish: MP145
Sealer)orMPI46 (InteriorEnamelUndercoat), thin
by manufacturer.

c. Transparentfinishes as specified under Transparent
except Floors.

Apply two coats of primer MPI 7 (Exterior Oil Wood
(Exterior Alkyd Wood Primer) or sealer MPI 45 (Inte
orMPI46(InteriorEnamelUndercoat)tosurfaceso

top and bottom edges, which are cut for fitting or

Apply one coat of primer MPI 7 (Exterior Oil Wood P
(Exterior Alkyd Wood Primer) or sealer MPI 45 (Inte

or MPI 46 (Interior Enamel Undercoat) as soon as de
surfaces of unfinished woodwork, except concealed s
fabricatedorassembled millworkandsurfacesspeci
stain or natural finish.

Back prime and seal ends of exterior woodwork, and
plywood specified to be finished.

Apply MPI 67 (Interior Latex Fire Retardant, Top-Co
(FR)) to wood for fire retardant finish.

F. Metals except boilers, incinerator stacks, and engi

1.

ok~ 0w

Steel and iron: MPI 79 (Marine Alkyd Metal Primer)
Zinc-coated steel and iron: MPI 134 (Waterborne Gal
Aluminum scheduled to be painted: MPI 95 (Fast Dryi
Terne Metal: MPI 79 (Marine Alkyd Metal Primer).

Copper and copper alloys scheduled to be painted: M
Metal Primer).

Machinery not factory finished: MPI 9 (Exterior Alk
Asphalt coated metal: MPI 1 (Aluminum Paint (AP)).

Metal over 94 degrees C. (200 degrees F), Boilers,
and Engine Exhaust Pipes: MPI 22 (High Heat Resista

G. Gypsum Board:

1.

Surfaces scheduled to have MPI 52 (Interior Latex,
(LE)) .

Primer: MP150(Interior Latex Primer Sealer) except
Primer Sealer) MPI 46 (Interior Enamel Undercoat) i
bathrooms.

Surfaces scheduledto receive vinyl coated fabricw
45 (Interior Primer Sealer) MPI 46 (Interior Enamel

Use MPI1101 (Cold Curing Epoxy Primer)for surfaces

099100 - 10

January 22, 2014
Issued for Bid
Project No. 542-CSI-203

surface.

new construction
gbarewood primer
sparent (WS) is

(Interior Primer
nedifrecommended

Finishes onWood

Primer) or MPI 5

rior Primer Sealer)
fwooddoors,including
for other reason.

rimer) or MPI 5
rior Primer Sealer)
livered to site to
urfaces of shop
fiedtohavevarnish,

edges of exterior
at (ULC Approved)

ne exhaust pipes:
finish is specified.
vanized Primer).

ng Metal Primer).

P1 95 (Fast Drying

yd Enamel (EO)).

Incinerator Stacks,
nt Coating (HR)).

MPI Gloss Level 3

use MP145 (Interior
n shower and

allcovering: Use MPI
Undercoat).

scheduledtoreceive



Coatesville VAMC
Renovate Building 69
Coatesville, PA 19320

3.

6

.7

MPI177 (Epoxy Cold Cured, Gloss (EC)) MP198 (High
MPI 108 (High Build Epoxy Marine Coating (EC)) fini

Concrete Masonry Units except glazed or integrally
units:

1. MPI 4 (Block Filler) on interior surfaces.

2. Prime exterior surface as specified for exterior fi

EXTERI OR FI NI SHES

Apply following finish coats where specified in Sec
FOR FINISHES.

Wood:

1. Donotapply finish coats on surfaces concealed aft
andbottomedgesofwooddoorsandsash,oronedge
screens.

2. Portionofsashruns ofdouble hungwood windows, ¢
in a closed position: Apply two coats of ASTM D260
than 0.12L (1/4 pint) of dryer per 3.89L (gallon).

3. TwocoatsofMPI10ExteriorLatex,Flat(AE))one
where transparent finish is specified.

4. Twocoatsof MPI31 (Polyurethane, Moisture Cured,
transparent finish.

Steel and Ferrous Metal:

1. TwocoatsofMPI8(ExteriorAlkyd,Flat(EQ))MPI
(EO)) MPI 94 (Exterior Alkyd, Semi-Gloss (EO)) on e
except on surfaces over 94 degrees C (200 degrees F

2. One coat of MPI 22 (High Heat Resistant Coating (HR
94 degrees K (200 degrees F) and on surfaces of boi
exhaust pipes.

Machinerywithoutfactoryfinishexceptforprimer:

' Alkyd, Flat (EO)) MPI 9 (Exterior Alkyd Enamel (EO)

Concrete Masonry Units Brick :
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mixed with not more

xposedsurfaces,except

ClearGloss (PV))for

9(ExteriorAlkydEnamel
xposed surfaces,

).

)) on surfaces over
ler stacks engine

OnecoatMPI8(Exterior
).

a. Where specified in Section 090600, SCHEDULE FOR FIN ISHES or shown.

b. Mix as specified in manufacturer's printed directio

c. Do not mix more paint at one time than can be used
after mixing. Discard paint that has started to set

d. Dampenwarmsurfaces above 24 degrees C (75degrees
of water before application of paint. Do not leave
surface.

e. Cure paint with a fine mist of water as specified i
printed instructions.

2. Use two coats of TT-P-1411 (Paint, Co-polymer-Resin
(CEP)), unless specified otherwise.

I NTERI OR FI NI SHES

Apply following finish coats over prime coats in sp
specified in Section 090600, SCHEDULE FOR FINISHES.
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B.

Metal Work:
1. Apply to exposed surfaces.

2. Omit body and finish coats on surfaces concealed af
except electrical conduit containing conductors ove

3. Ferrous Metal, Galvanized Metal, and Other Metals S

a. Apply two coats of MPI 47 (Interior Alkyd, Semi-Glo
specified otherwise.

b. TwocoatsofMPI148(InteriorAlkydGloss(AK))MPI
Eggshell (AKO).

c. One coat of MPI 46 (Interior Enamel Undercoat) plus
47 (Interior Alkyd, Semi-Gloss (AK)) on exposed int
alkyd-amine enamel prime finished windows.

d. Twocoatsof CID-A-A3120 Type E (RP)on exposed sur

e. Machinery: One coat MPI 9 (Exterior Alkyd Enamel (E
f.  Asphalt Coated Metal: One coat MPI 1 (Aluminum Pain

g. FerrousMetalover94degreesK(200degreesF):Bo
Stacks,andEngine ExhaustPipes:OnecoatMP122(
Coating (HR)).

Gypsum Board:

1. One coat of MPI 45 (Interior Primer Sealer) plus on
(Interior High Performance Latex, MPI Gloss level 3

2. Two coats of MPI 138 (Interior High Performance Lat
2 (LF)).

3. One coat of MPI 45 (Interior Primer Sealer) plus on
(Interior Latex, Semi-Gloss, MPIGloss Level5 (LE)
Latex, Gloss (LE) and (LG)).

4. One coat of MPI 45 (Interior Primer Sealer) plus on
(Interior Alkyd Gloss (AK)).

Plaster:

1. One coat of MPI 45 (Interior Primer Sealer) plus on
(Interior High Performance Latex, MPI Gloss level 3

Two coats of MPI 51 (Interior Alkyd, Eggshell) (AK)

One coat of MPI 45 (Interior Primer Sealer) or MPI
Primer Sealer) plus one coat of 139 (Interior High
MPI Gloss level 3 (LL)).

4. One coat MPI 101 (Cold Curing Epoxy Prime (EC)).
Masonry and Concrete Walls:

1. Over MPI 4 (Interior/Exterior Latex Block Filler) o

2. Two coats of MPI 53 (Interior Latex, Flat, MPI Glos

3. Two coats of MPI 138 (Interior High Performance Lat
2 (LF).

Wood:
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1.

Sanding:
a. Use 220-grit sandpaper.
b. Sand sealers and varnish between coats.

c. Sandenoughto scarify surface to assure good adhes
coats, to level roughly applied sealer and varnish,
"whiskers" of any raised grain as well as dust part

Sealers:

a. Applysealersspecifiedexceptsealermaybeomitte
penetrating, or wiping stains containing resins are

b. Allowmanufacturer'srecommended drying time before
less than 24 hours or 36 hours in damp or muggy wea

c. Sand as specified.
Paint Finish:

a. One coat of MPI 45 (Interior Primer Sealer) plus on
(Interior Alkyd, Semi-Gloss (AK) (SG)).

b. One coat MPI 66 (Interior Alkyd Fire retardant, Cle
Approved) (FC) .

c. One coat of MPI 45 Interior Primer Sealer) MPI 46 (
Undercoat) plus one coat of MPI 48 (Interior Alkyd

d. Two coats of MPI 51 (Interior Alkyd, Eggshell (AK))
Transparent Finishes on Wood Except Floors.
a. Natural Finish:

1) One coat of sealer as written in 2.1 E.

2) TwocoatsofMPI171(Polyurethane,MoistureCured,
MPI 31 (Polyurethane, Moisture Cured, Clear Gloss (

b. Stain Finish:
1) One coat of MPI 90 (Interior Wood Stain, Semi-Trans

2) Use wood stain of type and color required to achiev
specified. Do not use varnish type stains.

3) One coat of sealer as written in 2.1 E.
4) TwocoatsofMP171(Polyurethane, Moisture Cured,

c. Varnish Finish:
1) One coat of sealer as written in 2.1 E.

2) TwocoatsofMPI71(Polyurethane,MoistureCured,
MPI 31 (Polyurethane Moisture Cured, Clear Gloss (P

d. MPI 66 (Interior Alkyd Fire Retardant, Clear Top-Co
(FC) Intumescent Type, Fire Retardant Coating (FC)
Two coats.

Finish for Wood Floors:

a. Exercise Area Floor Finish:
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3.

3.

8

9

G.

H.

CementBoard:OnecoatofMPI138(InteriorHighPe
Level 2 (LF)) MPI 114 (Interior Latex, Gloss (LE) a

Concrete Floors: One coatof MPI168 (Interior/ Exte
Paint, Gloss (FE)).

Miscellaneous:

1. Apply where specified in Section 090600, SCHEDULE F

2. MPI 1 (Aluminum Paint): Two coats of aluminum paint
3. Gold Paint (GP): Two coats of gold paint.
4

Existing acoustical units scheduled to be repainted
units with a vinyl finish:

a. Cleanunitsfreeofdust,dirt,grease,andotherd
adhesion.

b. Mineral fiber units: One coat of MPI 53 (Interior L
Gloss Level 1 (LE)).

c. Unitsoforganicfiberorother materialnothaving
OnecoatofMPI166 (Interior AlkydFire Retardant,
Approved) (FC)) MPI 67 (Interior Latex Fire Retarda
Approved) (FR)) fire retardant paint.

5. Interstitial floor markings: One coat MPI 27 (Exter
Floor Enamel, Gloss (FE)).
REFI NI SHI NG EXI STI NG PAI NTED SURFACES

Clean, patch and repair existing surfaces as specif
preparation.

Remove and reinstall items as specified under surfa

Removeexistingfinishesorapplyseparationcoats
coatings from having contact.

Patched or Replaced Areas in Surfaces and Component
body coats as specified for new work to repaired ar
components.

Except where scheduled for complete painting apply
surface to nearest break in plane, such as corner,

Inexistingroomsandareaswhere alterationsoccur
and natural finished wood retouch abraded surfaces
surface one coat ofMPI 31 (Polyurethane, Moisture C
Gloss).Refinish areas as specified for new work to
unless specified or scheduled otherwise.

Coat knots and pitch streaks showing through old fi
Sealer) before refinishing.

Sand or dull glossy surfaces prior to painting.
Sand existing coatingsto afeatheredge sothattr
existing finish will not show in finished work.
PAI NT COLOR

Color and gloss of finish coats is specified in Sec
FOR FINISHES.
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B. For additional requirements regarding color see Art icles, REFINISHING

3.10

EXISTING PAINTED SURFACE and MECHANICAL AND ELECTRI CAL FIELD PAINTING
SCHEDULE.

Coat Colors:
1. Color of priming coat: Lighter than body coat.
2. Color of body coat: Lighter than finish coat.

3. Color prime and body coats to not show through the finish coat and to
mask surface imperfections or contrasts.

Painting, Caulking, Closures, and Fillers Adjacent to Casework:

1. Paint to match color of casework where casework has a paint finish.

2. Paintto match color of wall where casework is stai nless steel, plastic

laminate, or varnished wood.

MECHANI CAL AND ELECTRI CAL WORK FI ELD PAI NTI NG SCHEDULE

Field painting of mechanical and electrical consist s of cleaning,
touching-up abraded shop prime coats, and applying prime, body and finish
coatstomaterialsand equipmentif notfactoryfin ishedinspace scheduled

to be finished.

In spaces not scheduled to be finish painted in Sec tion 090600, SCHEDULE
FOR FINISHES paint as specified under paragraph H, colors.

Paint various systems specified in Division 02 — EX ISTING CONDITIONS,
Division 21 — FIRE SUPPRESSION, Division 22 - PLUMB ING, Division 23 —
HEATING, VENTILATION AND AIR-CONDITIONING, Division 26 - ELECTRICAL,
Division 27 - COMMUNICATIONS, and Division 28 — ELE CTRONIC SAFETY AND
SECURITY.

Paint after tests have been completed.

Omit prime coat from factory prime-coated items.

Finish painting of mechanicaland electricalequipm entisnotrequiredwhen
locatedininterstitialspaces,abovesuspendedcei lings,inconcealedareas

such as pipe and electric closets, pipe basements, pipe tunnels, trenches,

attics, roof spaces, shafts and furred spaces excep ton electrical conduit
containing feeders 600 volts or more.

Omitfieldpaintingofitemsspecifiedinparagraph ,BuildingandStructural

WORK NOT PAINTED.

Color:

1. Paint items having no color specified in Section 09 0600, SCHEDULE FOR

FINISHES to match surrounding surfaces.

2. PaintcolorsasspecifiedinSection090600,SCHEDU LEFORFINISHESexcept
for following:

a. White: Exterior unfinished surfaces of enameled plu mbing fixtures.
Insulation coverings on breeching and uptake inside boiler house,
drums and drum-heads, oil heaters, condensate tanks and condensate
piping.

b. Gray: Heating, ventilating, air conditioning and re frigeration
equipment (except as required to match surrounding surfaces), and
water and sewage treatment equipment and sewage eje ction equipment.
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Aluminum Color: Ferrous metalonoutside of boilers
with boiler settings including supporting doors and
fueloilburningequipment,andsteamgenerationsy
fittings, hangers, supports, valves, traps and misc
work in contact with pipe).

Federal Safety Red: Exposed fire protection piping
indicators,electricalconductscontainingfireala
and fire alarm equipment.

Federal Safety Orange: Entire lengths of electrical
containing feeders 600 volts or more.

Color to match brickwork sheet metal covering on br
of exterior wall of boiler house.

Apply paint systems on properly prepared and primed
1. Exterior Locations:

2.

a. Applytwocoats of MPI 8 (Exterior Alkyd, Flat (EO)

ferrous metal items: Vent and exhaust pipes with te
94 degrees C (200 degrees F), roof drains, fire hyd
indicators, yard hydrants, exposed piping and simil

ApplytwocoatsofMPI10(ExteriorLatex, Flat(AE
Latex, High Gloss (acrylic) (AE)) to the following
Galvanized and zinc-copper alloy metal.

Apply one coat of MPI 22 (High Heat Resistant Coati
degrees C (1200 degrees F) to incinerator stacks, b
engine generator exhaust.

Interior Locations:

a. Apply two coats of MPI 47 (Interior Alkyd, Semi-Glo

following items:

1) Metal under 94 degrees C (200 degrees F) of items s

piping, fittings, hangers and supports.

2) Equipmentandsystemssuchashingedcoversandfra

cabinets and boxes, cast-iron radiators, electric ¢
panel boards.

3) Heating, ventilating, air conditioning, plumbing eq

machinery having shop prime coat and not factory fi

Ferrous metal exposedin hydrotherapy equipmentroo
roomofwaterandseweragetreatmentplants: Oneco
Curing Epoxy Primer) and one coat of MP1108 (High
coating (EC)).

Apply one coat of MPI1 50 (Interior Latex Primer Sea
of MPI 53 (Interior Latex, Flat, MPI Gloss Level 1
of insulation on boiler breeching and uptakes insid
drums, drumheads, oil heaters, feed water heaters,

ApplytwocoatsofMPI22(HighHeatResistantCoat
metal surface over 94 degrees K (200 degrees F) of

1) Garbage and trash incinerator.
2) Medical waste incinerator.
3) Exterior of boilers and ferrous metal in connection
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settings including supporting members, doors and do or frames and

fuel oil burning equipment.

4) Steam line flanges, bare pipe, fittings, valves, ha ngers and
supports over 94 degrees K (200 degrees F).

5) Engine generator exhaust piping and muffler.

e. Paintelectrical conduits containing cables rated 6 00 volts or more
using two coats of MPI1 9 (Exterior Alkyd Enamel (EO ) in the Federal
Safety Orange color in exposed and concealed spaces full length of
conduit.

3. Other exposed locations:

a. Metal surfaces, except aluminum, of cooling towers exposed to view,
including connected pipes, rails, and ladders: Two coats of MPI 1
(Aluminum Paint (AP)).

b. Cloth jackets of insulation of ducts and pipes in c onnection with
plumbing, air conditioning, ventilating refrigerati on and heating
systems: One coat of MPI 50 (Interior Latex Primer Sealer) and one

coat of MPI 10 (Exterior Latex, Flat.

3.11 BU LDI NG AND STRUCTURAL WORK FI ELD PAI NTI NG

A. Painting and finishing of interior and exterior wor k except as specified
under paragraph 3.11 B.

1. Painting and finishing of new[ and exi sti ng]work including colors and
glossoffinishselectedisspecifiedinFinishSch edule,Section090600,
SCHEDULE FOR FINISHES.

2. Painting of disturbed, damaged and repaired or patc hed surfaces when
entire space is not scheduled for complete repainti ng or refinishing.

Painting of ferrous metal and galvanized metal.

Painting of wood with fire retardant paint exposed in attics, when used
as mechanical equipment space except shingles.

5. ldentity painting and safety painting.
B. Building and Structural Work not Painted:
1. Prefinished items:

a. Casework, doors, elevator entrances and cabs, metal panels, wall
covering, and similar items specified factory finis hed under other
sections.

b. Factory finished equipment and pre-engineered metal building

components such as metal roof and wall panels.
2. Finished surfaces:
a. Hardware except ferrous metal.

b. Anodized aluminum, stainless steel, chromium platin g, copper, and
brass, except as otherwise specified.

c. Signs, fixtures, and other similar items integrally finished.
3. Concealed surfaces:

099100 - 17



Coatesville VAMC January 22, 2014

Renovate Building 69 Issued for Bid
Coatesville, PA 19320 Project No. 542-CSI-203
a. Inside dumbwaiter, elevator and duct shafts, inters titial spaces,
pipe basements, crawl spaces, pipe tunnels, above ¢ eilings, attics,
except as otherwise specified.
b. Inside walls or other spaces behind access doors or panels.
c. Surfaces concealed behind permanently installed cas ework and
equipment.

4. Moving and operating parts:

a. Shafts,chains,gears,mechanicalandelectricalop erators,linkages,
and sprinkler heads, and sensing devices.
b. Tracks for overhead or coiling doors, shutters, and grilles.
5. Labels:
a. Coderequiredlabel,suchasUnderwritersLaborator iesinc.,Inchcape
Testing Services, Inc., or Factory Mutual Research Corporation.
b. Identification plates, instruction plates, performa nce rating, and

nomenclature.
6. Galvanized metal:

a. Exterior chain link fence and gates, corrugated met al areaways, and
gratings.

b. Gas Storage Racks.
c. Except where specifically specified to be painted.

Metal safety treads and nosings.

Gaskets.
Concrete curbs, gutters, pavements, retaining walls , exterior exposed
foundation walls and interior walls in pipe basemen ts.
10. Face brick.
11. Structural steel encased in concrete, masonry, or o ther enclosure.
12. Structural steel to receive sprayed-on fire proofin g.
13. Ceilings, walls, columns in interstitial spaces.
14. Ceilings, walls, and columns in pipe basements.

15. Wood Shingles.

3.12 | DENTITY PAINTI NG SCHEDULE

A. lIdentifydesignatedserviceinaccordancewithANSI A13.1,unlessspecified
otherwise, on exposed piping, piping above removabl e ceilings, piping in
accessible pipe spaces, interstitial spaces, and pi ping behind access
panels.

1. Legendmaybeidentifiedusing2.1 G optionsorby stencilapplications.

2. Applylegendsadjacenttochangesindirection,on branches, where pipes
pass through walls or floors, adjacent to operating accessoriessuch as
valves, regulators, strainers and cleanouts a minim um of 12000 mm (40
feet) apart on straight runs of piping. Identificat ion nextto plumbing

fixtures is not required.
3. Locate Legends clearly visible from operating posit ion.
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4, Use arrow to indicate direction of flow.

5. ldentify pipe contents with sufficient additional d
temperature, pressure, and contentsto identify pos
working pressure shown on drawings where asterisk a
Medium, and Low Pressure designations as follows:

etails such as
sible hazard. Insert
ppears for High,

a. High Pressure - 414 kPa (60 psig) and above.
b. Medium Pressure - 104 to 413 kPa (15 to 59 psig).
C. Low Pressure - 103 kPa (14 psig) and below.
d. Add Fuel oil grade numbers.
6. Legend name in full or in abbreviated form as follo WS:
COLOR OF COLOR OF COLOR OF LEGEND
EXPOSED BACK- LETTERS ABBREVIATIONS
PIPING PIPING GROUND
Blow-off Yellow Black Blow-off
Boiler Feedwater Yellow Black Blr Feed
A/C Condenser Water Supply Green White A/C Cond Wtr Sup
A/C Condenser Water Return Green White A/C Cond Wtr Ret
Chilled Water Supply Green White Ch. Wtr Sup
Chilled Water Return Green White Ch. Witr Ret
Shop Compressed Air Yellow Black Shop Air
Air-Instrument Controls Green White Air-Inst Cont
Drain Line Green White Drain
Emergency Shower Green White Emg Shower
High Pressure Steam Yellow Black H.P. *
High Pressure Condensate Return Yellow Black H.P.R et *
Medium Pressure Steam Yellow Black M.P.Stm ___ *
Medium Pressure Condensate Return  Yellow Black M.P. Ret *
Low Pressure Steam Yellow Black L.P. Stm *
Low Pressure Condensate Return Yellow Black L.P.Re t *
High Temperature Water Supply Yellow Black H. Temp Wtr Sup
High Temperature Water Return Yellow Black H. Temp Witr Ret
Hot Water Heating Supply Yellow Black H. W. Htg Sup
Hot Water Heating Return Yellow Black H. W. Htg Ret
Gravity Condensate Return Yellow Black Gravity Cond Ret
Pumped Condensate Return Yellow Black Pumped Cond R et
Vacuum Condensate Return Yellow Black Vac Cond Ret
Fuel Oil - Grade Green White Fuel Oil-Grade __*
Boiler Water Sampling Yellow Black Sample
Chemical Feed Yellow Black Chem Feed
Continuous Blow-Down Yellow Black Cont. BD
Pumped Condensate Black Pump Cond
Pump Recirculating Yellow Black Pump-Recirc.
Vent Line Yellow Black Vent
Alkali
Bleach Yellow Black Bleach
Detergent Yellow Black Det
Liquid Supply Yellow Black Lig Sup
Reuse Water Yellow Black Reuse Wir
Cold Water (Domestic)  White Green White C.W. Dom

Hot Water (Domestic)

099100 - 19



Coatesville VAMC
Renovate Building 69
Coatesville, PA 19320

Supply
Return
Tempered Water
Ice Water
Supply
Return
Reagent Grade Water
Reverse Osmosis
Sanitary Waste
Sanitary Vent
Storm Drainage
Pump Drainage
Chemical Resistant Pipe
Waste
Vent
Atmospheric Vent
Silver Recovery
Oral Evacuation
Fuel Gas
Fire Protection Water
Sprinkler
Standpipe
Sprinkler

Hot Water Supply Domestic/Solar Water
Hot Water Return Domestic/Solar Water

White
White
White

White
White

Yellow Black
Yellow Black
Yellow Black
Green White
Green White
Green White
Green White
Green White
Green White
Green White
Green White
Yellow Black
Yellow Black
Green White
Green White
Green White
Yellow Black
Red White
Red White
Red White
H.W. Sup Dom/
H.W. Ret Dom/

7. Electrical Conduits containing feeders over 600 vol
using 50 mm (2inch) high black numbers and letters
class rating. Provide legends where conduits pass t
floorsand at maximum 6100 mm (20 foot) intervalsi
with yellow background with black border and words

Class,[

5000][

15000][

25000].

8. See Sections for methods of identification, legends

of the following:

a. Conduits containing high voltage feeders over 600 v

260533, RACEWAY AND BOXES FOR ELECTRICAL SYSTEMS /
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H.W. Dom
H.W. Dom Ret

Temp. Wtr

Ilce Witr
Ice Wtr Ret
RG

RO
San Waste
San Vent

St Drain

Pump Disch

Acid Waste
Acid Vent
ATV
Silver Rec
Oral Evac
Gas

Auto Spr
Stand

Drain
SW
SW

ts, paint legends
, showing the voltage
hrough walls and
nbetween. Uselabels
Danger High Voltage

, and abbreviations

olts: Section
Section 270533,

RACEWAYS AND BOXES FOR COMMUNICATIONS SYSTEMS / Sd¢ion 280533,
RACEWAYS AND BOXES FOR ELECTRONIC SAFETY AND SECURY.

B. Fire and Smoke Partitions:

1. Identify partitions above ceilings on both sides of
within shafts in letters not less than 64 mm (2 1/2

Stenciled message: "SMOKE BARRIER" or, "FIRE BARRIE

Locate not more than 6100 mm (20 feet) on center on
partitions, and with a least one message per room o

partition.

4. Use semigloss paint of color that contrasts with co

C. Identify columns in pipe basements and interstitial

1. Applystencilednumberandletterstocorrespondwi

lettering shown.

2. Paintnumbersandletters100mm(4inches)high,|
below overhead structural slab.
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3. Applyonfoursidesofinteriorcolumnsandoninsi defaceonlyofexterior
wall columns.
4. Color:

a. Use black on concrete columns.

b. Use white or contrasting color on steel columns.

3.13 PROTECTI ON CLEAN UP, AND TOUCH- UP

A. Protect work from paint droppings and spattering by use of masking, drop
cloths, removal of items or by other approved metho ds.

B. Upon completion, clean paint from hardware, glass a nd other surfaces and
items not required to be painted of paint drops or smears.

C. Beforefinalinspection,touch-uporrefinishedin amannertoproducesolid
even color and finish texture, free from defects in work which was damaged

or discolored.

---END- - -
APPENDIX
Paint or coating Abbreviation
Acrylic Emulsion AE (MPI 10 - flat/MPI 11 — semigl 0ss/MPI 119 - gloss)
Alkyd Flat Ak (MPI 49)
Alkyd Gloss Enamel G (MPI 48)
Alkyd Semigloss Enamel SG (MPI 47)
Aluminum Paint AP (MPI 1)
Cementitious Paint CEP (TT-P-1411)
Exterior Latex EL??(MPI1 10/ 11/ 119)??
Exterior Oil EO (MPI19-gloss/MPI 8 —flat/MPI1 9 4 —semigloss)
Epoxy Coating EC(MPI177-walls, floors/MP1108 —CMU, concrete)
Fire Retardant Paint FR (MPI 67)
Fire Retardant Coating (Clear) FC (MPI 66, intumesc ent type)
Floor Enamel FE (MPI 27 — gloss/MPI 59 — eggshell
Heat Resistant Paint HR (MPI 22)
Latex Emulsion LE (MPI 53, flat/MPI1 52, eggshell/ MPI 54, Latex
Flat LF (MPI 138)
Latex Gloss LG (MPI 114)
Latex Semigloss SG (MPI 141)
Latex Low Luster LL (MPI 139)
Plastic Floor Coating PL
Polyurethane Varnish PV (MPI 31 — gloss/MPI 71 - f lat)
Rubber Paint RF (CID-A-A-3120 - Paint for Swimmin g Pools (RF).
Water Paint, Cement WPC (CID-A-A-1555 - Water Pain t, Powder).
Wood Stain WS (MPI 90)
Verify abbreviations used in the following coating sections:
Section 099659, HIGH-BUILD GLAZED COATINGS GC
Section 099419, MULTICOLOR INTERIOR FINISHING MC
---END- - -
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